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WATER MAIN
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3. 1" MIP x 1* CTPJ
4, 1" BRASS TEE, FIP (LEE BRASS OR EQUAL)

5. DOMESTIC BRANCH: L
1"x 3/4" BUSHING, 3/4" MIP x 3/4" CTS CURBSTOP W/PADLOCK WINGS & PLUG

6. IRRIGATION BRANCH:
1" MIP x 1* CTS CURBSTOP W/PADLOCK WINGS & PLUG

7. COVER TEE AND CURBSTOPS WITH 6’ OF WASHED STONE

CITY OF SALISBURY, N.C. STANDARD DETAIL DATE: OCTOBER 17, 2006

WATER SYSTEM NOT TO SCALE

1" SERVICE LINE FOR DOMESTIC & IRRIGATION STANDARD W-12




